


Typical Entrance all Buildings  

Water stain 
Building 4 

Top of brick soldier course   



Vented Vinyl Soffit  

Both details clearly show that a vented vinyl soffit 
should have been installed. 
Instead the contractor installed a drywall soffit. 
If you observe other soffits on the project vented vinyl 
soffits are typical 

It is our professional opinion  the contractor did not follow the plans and 
has created this problem. 
By not installing the vented soffit it prevented air to circulate in the 
enclosed area and contributed to the wood rotting.  



Structural Drawing S2.03 



Part Plan Entrance Structural 



Joist Hangers 

The USP item you have shown is not a comparable item to the Simpson HUC210-2.  The USP item you have is no longer a valid item number for 

us.  The only information I have is on the replacement product.  The allowable loads on the replacement product, JUS28, is only 1075 floor load, 

1235/1345 roof load and 1115 uplift loads.  Also the material gauge on the replacement product is 18 gauge. 

If you need anything further, please let me know. 

Thank you 

Lyla Braam 

USP Structural Connectors. 

Simpson Strong-Tie HUC210-2 heavy duty concealed flange hanger. 14 gauge 

metal. W = 3 -1/8" H = 8 -13/16" B = 2 -1/2"  

This is the product specified by the structural engineer of record  

This is the product installed by the contractor  
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Simpson HUC210-2 Joist Hanger 
as specified by Engineer 



Building #1 Front Entrance Deck framing 



Building # 2 Deck Framing 



Building # 3 Deck Framing 



Building # 4 Deck Framing 



Building # 1, 2, 3, 4 Deck Framing 



Structural Framing Conflicts 

See slide 15 part plan entrance structural framing 

Building # 1 The framing members are not what is detailed 
on the structural drawings 2 x 10 were used not 2 x 12. This is 
also the same for Building #2 and Building #3. 

Also the method used to create the slope is not the same. 

Building #4 is the only building where 2 x12 were used. 

The method used to create the required slope was not 
followed.  

 

 



Part Plan Service Deck 
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